











V|Sua| OIL LEVEL MONITOR

READ INSTRUCTIONS CAREFULLY BEFORE INSTALLATION

A. VISUAL BUND INSTRUCTIONS

Please adhere to the following steps before installing your Apollo Visual Bund.

Important - You must read these instructions in conjuction with the full Apollo Visual instructions.

1. Attach the transmitter to the internal tank. The correct fitting procedure is explained in the full Apollo Visual instructions.

2. The float switch/bund sensor at the end of the wire should be suspended vertically between the shells about 100mm from the bottom of the tank

This is to ensure that the float switch/bund alarm does not fall on its side and cause a false bund warning.

3. Place the float switch/bund sensor between the inner and outer tank shells. Suspend vertically as instructed.

4. The excess wire should be secured in such a way as to avoid the float lying on the bottom of the tank. Tie the rest of the wire up securely
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IMPORTANT
ADDENDUM TO MATCHING RECEIVER AND TRANSMITTER

« During the matching process (as described in the instruction sheet), you do not need to have the two black dots
touching. You need to align the black dots, hold the Visual transmitter to the receiver exactly as shown below.
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e Continue to hold the Apollo Visual transmitter in position for second stage matching as described in the
instruction sheet.
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